C)

1 | 2 3 | 4 5 | 6 7 | 8 | 9

KEY NOTES: NOTES:

1. FOR ABBREVIATIONS, LEGEND, AND GENERAL NOTES SEE H1
@ @ @ <> ADD ALTERNATE #2, SEE BLOCKED NOTE BELOW @ 2. ALL ROOF MOUNTED DUCTWORK SHALL BE OF STAINLESS STEEL.
HV UNIT SHALL BE AR BALANCED FOR THE CFM

INDICATED ON PLANS.
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NEW COOLING COIL
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ADD ALTERNATE #6: PROVIDE AIR CONDITIONING OF
PATIENT ROOMS BY ADDING |[COOLING COILS TO
HV—-1 & HV-3, ADDING PACKAGED CHILLER UNIT
ON ROOF INCLUDING ALL ELECTRICAL POWER,
HVAC PIPING AND APPURTENANCES NECESSARY FOR
A COMPLETE AND OPERATING SYSTEM.
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1 1/2" CWFT & CWITT DOWN
IN EXISTING MECHANICAL CHASE
FIELD LOCATE PIPES IN CHASE

1 | MECHANICAL PARTIAL ROOF PLAN
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